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INSTALL INSTRUMENTATION
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ACCORDING TO SHEET 6

INSTALL INSTRUMENTATION IN

EXISTING MANHOLE ON MOSQUITO

CREEK DIVERSION PIPE

ACCORDING TO SHEET 6

SEE SHEET 8 FOR PIEZOMETER
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BM ELEVATION 972.19 (NAVD88)

NGS DISK IN CONCRETE- FLUSH
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BOAT PASSAGE

ZONE FOR DREDGING CONVEYANCE PIPE

ACCESS ROUTE TO FOLLOW EXISTING

PATH 50 FT SOUTH OF PARK BOUNDARY

THROUGH MIDAMERICAN PROPERTY

STAGING AREA FOR STOCKPILE

RELATED EQUIPMENT AND NEEDS

STOCKPILE  SITE BOUNDARY

PIPE CORRIDOR

BOUNDARY (TYP)

STAGING AREA FOR DREDGE

RELATED EQUIPMENT AND NEEDS

TO REMAIN A MINIMUM DISTANCE

OF 150 FT FROM SHELTER #2.

PARK BOUNDARY
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DREDGING NOTES:

1. DREDGED MATERIAL FROM IDENTIFIED DREDGING AREA TO ACHIEVE

MATERIAL NEEDS DESCRIBED IN SPECIFICATIONS..

2. SEE SHEET 8 FOR SOIL BORING INFORMATION.

3. ENTIRE DREDGING AREA TO BE DREDGED TO ACHIEVE LAKE DEPTHS

GREATER THAN 8 FT BELOW PLANNED PERMANENT LAKE ELEVATION OF

967.0 AND NO DEEPER THAN 16 FT UPON COMPLETION OF THE PROJECT.

TEMPORARY DEPTHS OUTSIDE THIS RANGE DURING CONSTRUCTION ARE

ACCEPTABLE.

4. ANY DREDGE DISCHARGE PIPING OUTSIDE THE LAKE TO BE PLACED

WITHIN PIPE CORRIDORS IDENTIFIED ON PLANS.  ANY PIPES TO CROSS

EXISTING ROADS, SIDEWALKS OR TRAILS TO BE BORED THROUGH THE

EMBANKMENT.  DO NOT PLACE PIPE WITHIN EXISTING PARKING LOTS.

5. CONTRACTOR'S DREDGING PLAN (SEE PROJECT SPECIFICATIONS) TO BE

STRICTLY ADHERED TO UNLESS WRITTEN ACCEPTANCE OF MODIFIED

PLAN IS RECEIVED FROM FIELD ENGINEER.

BUOY NOTES:

1. PROTECT DREDGE EQUIPMENT AT ALL TIMES WHEN PLACED IN THE

WATER.

2. BUOY LINES TO BE PLACED AROUND AREA WHERE DREDGE IS IN USE AT A

MINIMUM DISTANCE OF 30 FT FROM THE DREDGING ACTIVITY.

TEMPORARY DREDGE ZONES NO GREATER THAN 5 ACRES CAN BE

CREATED TO REDUCE BUOY RELOCATION EFFORTS.

3. BUOY LINES ARE TO BE PLACED ALONG EACH SIDE OF THE DREDGE PIPE

AT A  DISTANCE OF 30 FT AT ALL TIMES.

4. BUOYS SPACED EVERY 5 FT MIN ALONG LINE.  BUOYS TO BE 8" DIA OR

GREATER AND ORANGE OR YELLOW COLORING.

5. CREATE A NO WAKE ZONE 100 FT MINIMUM AROUND DREDGE ZONE AND

EACH SIDE OF THE DREDGE PIPE.  METHOD TO MARK NO WAKE ZONE TO

BE SELECTED BY THE CONTRACTOR AND APPROVED BY FIELD ENGINEER.

MINIMUM DISTANCE BETWEEN MARKINGS IS 50 FT.

6. CONTRACTOR'S IN-LAKE BUOY PLAN TO BE STRICTLY ADHERED TO

UNLESS WRITTEN ACCEPTANCE OF MODIFIED PLAN IS RECEIVED FROM

FIELD ENGINEER.

DO NOT BLOCK ENTRANCE TO

CANAL WITH DREDGE PIPE

DO NOT BLOCK BOAT RAMPS

WITH DREDGE PIPE

POTENTIAL GRAVITY

FLOW ROUTE (TYP)

DO NOT BLOCK SIDE WALK ON

WEST SIDE OF RESTROOMS

SHELTER #2



W

W

W

W

W

W

W

W

W

W

W

W

W

W

W

W

W

W

W

W

W

W

W

W

W

W

W

W

S
S

S

S

S

S

S

S

S

S

S

S

S

S

S

S

S
S

S

S

S

S

S

S

S

S

S

S

S

S

S

S

S
S

S
S

S

S

S

S

S

S

S

S

S

S

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

O

H

E

SHEET NO.

B
Y

R
E

V
I
S

I
O

N
S

N
O

.
D

A
T

E

E
N

G
I
N

E
E

R
'
S

 
S

E
A

L

P
O

T
T

A
W

A
T

T
A

M
I
E

 
C

O
U

N
T

Y
,
 
I
O

W
A

I
O

W
A

 
D

E
P

A
R

T
M

E
N

T
 
O

F
 
N

A
T

U
R

A
L
 
R

E
S

O
U

R
C

E
S

2
0
1
5
 
L
A

K
E

 
M

A
N

A
W

A
 
D

R
E

D
G

I
N

G

S
T

O
C

K
P

I
L
E

 
P

L
A

N

CHECKED BY:

DRAWN BY:

DESIGNED BY:

PROJECT NO.:

QA / QC BY:

DATE:

007.12.01

JUNE 2015

MKS

SEM

DEJ

SEM

4

2
0
1
5

STAGING AREA (NO STOCKPILING)
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SCALE 
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ACCESS ROUTE

EXISTING ASPHALT TRAIL

EXISTING PARK ROAD

LIMITS OF STOCKPILE AREA

PIPE CORRIDOR BOUNDARY

OVERHEAD ELECTRIC (TYP)

LIMITS OF EXISTING TREES

(TYP)

COUNCIL BLUFFS 36"

TRANSMISSION WATER MAIN

SANITARY FORCE MAIN

PARK BOUNDARY

PLACE ALL DREDGE PIPELINES WITHIN THE

LIMITS OF PIPE CORRIDOR BOUNDARIES.

ANY PIPE CROSSING AN EXISTING ROAD OR

TRAIL TO BE BORED THROUGH THE

EMBANKMENT.

STOCKPILE NOTES:

1. CONSTRUCT BERMS AS NECESSARY USING MATERIAL

WITHIN THE STOCKPILE SITE TO CONTAIN ALL DREDGE

MATERIAL AND WATER WITHIN THE LIMITS OF THE

STOCKPILE AREA.

2. LIMITS OF STOCKPILE AREA CAN BE SLIGHTLY ADJUSTED

(EXCEPT TO THE SOUTH) UPON CONTRACTOR REQUEST AND

ENGINEERS WRITTEN APPROVAL.

3. FIELD ENGINEER TO PERFORM TOPOGRAPHIC SURVEY

AFTER ANY SPOIL SITE GRADING PRIOR TO DREDGING.

CONTRACTOR TO PROVIDE A WEEKS NOTICE TO FIELD

ENGINEER PRIOR TO INITIATING DREDGING AND EXPECT A 2

DAY WORK PERIOD FOR SURVEYING.

4. LIMIT STOCKPILE HEIGHT TO 35 FT MAXIMUM.

5. ALL DREDGE WATER TO BE RETURNED TO LAKE MANAWA.

NO WATER IS TO BE DISCHARGED INTO NEIGHBORING

WATER BODIES THAT DO NOT DRAIN TO LAKE MANAWA.

6. CONTRACTOR TO DEVELOP DRAINAGE SYSTEM WITHIN

STOCKPILE SITE TO DEWATER ANY LACUSTRINE MATERIAL

TO EXPEDITE DRYING TIME.  DEWATERING OF THE

TARGETED SANDS WILL BE IDENTIFIED IN CONTRACTOR'S

DREDGING PLAN.  IF SAND IS ADEQUATELY DEWATERED IN A

STAGING AREA, FURTHER STOCKPILE AREA DEWATERING

MAY NOT BE NEEDED.

7. CONTRACTOR TO SELECT METHOD TO RETURN WATER TO

LAKE MANAWA, EITHER BY PUMPING OR GRAVITY FLOW.

8. PLACEMENT OF ANY PIPE IS RESTRICTED TO THE PIPE

CORRIDORS.  GRAVITY FLOW ROUTE OPTIONS HAVE BEEN

IDENTIFIED ON SHEET 5.

30' (TYP) CONSTRUCTION

LIMITS AROUND STOCKPILE
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0

UNNAMED TRIBUTARY CURRENTLY FLOWS TO MISSOURI RIVER.  IF ROUTE

IS SELECTED, TEMPORARY MEASURE TO BE TAKEN TO REVERSE

DIRECTION OF FLOW TO MANAWA.  MUST MAINTAIN ABILITY TO OVERFLOW

BACK TO MISSOURI IN TIMES OF HIGH LAKE ELEVATIONS OR RAIN EVENTS.
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MOSQUITO CREEK DIVERSION PIPE
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REPAIR WELL COVER AND CASING

AS NEEDED PER DETAIL ON SHEET 8

REPAIR WELL COVER AND CASING

AS NEEDED PER DETAIL ON SHEET 8

REPAIR WELL COVER AND CASING

AS NEEDED PER DETAIL ON SHEET 8

PZ-11

INSTALL FLOW MODULE (ISCO 2150 AREA FLOW MODULE

OR APPROVED EQUIVALENT) AND APPURTENANCES PER

MANUFACTURER'S SPECIFICATIONS IN INDIAN CREEK

BELOW THE HWY 275/95 BRIDGE CROSSING.

MOUNT ISCO PORTABLE 2160 LASERFLOW

SYSTEM WITH SURCHARGE KIT (OR APPROVED

EQUAL) AND APPURTENANCES WITH A 360

LASERFLOW SENSOR PER MANUFACTURER'S

SPECIFICATIONS INSIDE  MOSQUITO CREEK

DIVERSION PIPE MANHOLE.

TARGET POOL

ELEVATION 967

OPERATION NOTES:

1. CONTRACTOR IS TO INSTALL ALL DEVICES AND ENSURE

EACH IS FUNCTIONING ACCORDING TO MANUFACTURER'S

SPECIFICATIONS.

2. CONTRACTOR IS RESPONSIBLE FOR MAINTENANCE OF ALL

DEVICES UNTIL THE FINAL COMPLETION DATE.  INCLUDES

ADDITIONAL BATTERIES AND/OR CHARGING BATTERY

SYSTEM FOR EACH DEVICE.

3. OWNER AND/OR FIELD ENGINEER IS RESPONSIBLE FOR

DOWNLOADING DATA FROM THE DEVICES.

INSTALL LAKE LEVEL PIEZOMETER

AND STAFF GAUGE ON DOCK PER

DETAIL ON SHEET 8

S
O

U
T

H
 S

H
O

R
E

 D
R

INSTALL DATA LOGGER IN

EXISTING PIEZOMETER PER

DETAILS ON SHEET 8 (TYP)

PZ-4S,4D

INSTALLATION NOTES:

1. THE ISCO 2150 FLOW MODULE AND 2160 LASERFLOW SYSTEM  INCLUDE

THE FLOW /2191 BATTERY MODULE.  ANY APPROVED EQUAL MUST

CONTAIN ALL SIMILAR COMPONENTS.

2. MOSQUITO CREEK DIVERSION PIPE TO BE DE-WATERED FOR

INSTALLATION OF INSTRUMENTATION INTO MANHOLE.  CONTRACTOR TO

COORDINATE DE-WATERING WITH IDNR PARK STAFF AND FIELD

ENGINEER.  PAST DE-WATERING EFFORTS HAVE INCLUDED AN

INFLATABLE BLADDER INSTALLED DOWNSTREAM OF THE MANHOLE,

CLOSING OF THE MOSQUITO CREEK DIVERSION INLET (BY IDNR) AND

PUMPING OF THE MANHOLE.

3. LOCATIONS AND PLACEMENT OF FLOW MODULE  IN CREEK TO BE

COORDINATED WITH FIELD ENGINEER.

4. MOUNT VELOCITY SENSOR ON 1" STEEL PLATE AND ANCHOR INTO

GROUND 4 FT DEEP MIN.

5. FACE VELOCITY SENSOR DOWNSTREAM.  PROTECT SENSOR BY DRIVING

TWO REBAR STAKES UPSTREAM OF SENSOR EXTENDING A MINIMUM OF

2" ABOVE, OR ALTERATIVE METHOD APPROVED BY ENGINEER.

6. PROTECT FLOW/BATTERY MODULE WITH LOCKABLE WEATHER PROOF

METAL BOX.

7. MOUNT BOX ON DOWNSTREAM FACE OF BRIDGE.  LOCATION AND

PLACEMENT TO BE COORDINATED WITH FIELD ENGINEER.

8. 150' OF CABLE EXTENSION REQUIRED TO EXTEND CABLE ALONG

BANKLINE TO FLOW/BATTERY MODULE.

9. CABLE TO BE PROTECTED IN A RUBBER HOSE AND STAKED SECURELY

TO THE BANKLINE.

INSTALL FLOW MODULE (ISCO 2150 FLOW MODULE OR

APPROVED EQUIVALENT) AND APPURTENANCES PER

MANUFACTURER'S SPECIFICATIONS IN INDIAN CREEK

BELOW THE PEDESTRIAN BRIDGE CROSSING.

INSTALL TIPPING BUCKET RAIN GAUGE SYSTEM, ISCO 667  WITH 2105

NETWORK INTERFACE, OR APPROVED EQUAL, ON A GALVANIZED

STEEL POLE MOUNTED TO MOSQUITO CREEK MANHOLE.  DATA

MODULE TO INTERFACE WITH  LASERFLOW SYSTEM LOCATED IN

MANHOLE.  MODIFICATIONS TO MANHOLE FOR PROPER

INSTALLATION TO BE COORDINATED WITH FIELD ENGINEER.
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WP 8

WP 9

WP 10

WP 11

WP 12

WP 13

WP 18

WP 17

WP 16

WP 15

WP 14

967

965

955

950

945

SAND (TYP)

WATER (TYP)

TARGET POOL ELEVATION 967

LACUSTRINE DEPOSIT (TYP)

SILT/SAND

(TYP)

EL. 959.6

EL. 952.6

EL. 959.4

EL. 954.4
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99%

FINES
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WP 18
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SCALE 

500'

1000'
0

ALL WP PREFIX BORINGS ARE

FROM REPORT STP-275-3(27)-2C-78

AUGUST 31, 2004 AND ALL TB

PREFIX BORINGS ARE FROM

REPORT IM-029-3(62)54- -13-78

JANUARY 30, 2007.  ELECTRONIC

VERSIONS ARE AVAILABLE UPON

REQUEST.

BORINGS INTERPRETATION IN DREDGE VICINITY

DREDGE AREA
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VARIES

2.0'

2.0'

1.5'

0.5'

VARIES

2.0'

1.5'

1.5'

0.5'

0.5'

4' TYP.

CEMENT/BENTONITE GROUT

BENTONITE PELLETS

SAND BACKFILL

PIEZOMETER TIP POROUS PLASTIC

TIP ELEVATION

CEMENT/BENTONITE GROUT

STAINLESS STEEL COUPLING

BENTONITE PELLETS

SAND BACKFILL

PVC RISER

PIEZOMETER TIP

TIP ELEVATION

4" GALV. STEEL LOCKABLE PIPE CAP

4"  GALV. STEEL WELL COVER

TYPICAL PIEZOMETER DETAIL

NOT TO SCALE

0.5'

1' MIN.

4'

0.5' MIN.

PVC CASING

4" GALV. STEEL WELL COVER

LOCKABLE STEEL CAP

EXISTING PIEZOMETER TUBE

CONCRETE/BENTONITE GROUT

PIEZOMETER DETAILS TABLE

PIEZOMETER COVER REPAIR DETAIL

NOT TO SCALE

PIEZOMETER REPAIR INSTRUCTIONS

1.  BREAK UP AND REMOVE EXISTING CONCRETE

SURROUNDING PIEZOMETER COVER AT GROUND

SURFACE.

2.  REMOVE EXISTING STEEL PIEZOMETER

COVER WHILE LEAVING EXISTING PVC

PIEZOMETER RISER IN PLACE.

3.  REPLACE STEEL PIEZOMETER COVER WITH A

NEW 4" X 4" STEEL PIEZOMETER COVER WITH A

LOCKABLE CAP AS SHOWN IN THE ADJACENT

DETAILS.

4.  POUR NEW CONCRETE AROUND THE

INSTALLED RISER COVER AND MOUND

CONCRETE MINIMUM 2" ABOVE EXISTING

GROUND SURFACE.

CABLE WITH DATA LOGGER  SITUATED

AT BOTTOM OF PIEZOMETER

4" SQUARE STEEL COVER

CABLE SUPPORT HARNESS

2" PVC WELL SLEEVE WITH METAL CABLE DOCK

LOCKABLE STEEL CAP

CONTACT DNR FOR

MASTER KEY LOCK

DATA CONNECTOR

2" PVC PIEZOMETER PIPE

PIEZOMETER/TROLL CABLE MANAGEMENT

NOT TO SCALE

MOUND CONCRETE MIN 2" ABOVE

EXISTING GROUND

2" PVC PIEZOMETER TUBE

DATA LOGGER DETAIL

NOT TO SCALE

LEVEL TROLL 400 OR EQUIVALENT

CABLE LENGTH SHALL BE

1' LONGER THAN DEPTH

FOR EACH WELL

TWIST-LOCK CONNECTOR

2x6 TREATED LUMBER

TARGET POOL ELEVATION 967

LAKE BOTTOM

2" ID GALVANIZED STEEL PIPE

2" - 90 DEG. ELBOW

2' LONG EXTENSION

CUSTOMIZED FIBERGLASS STAFF GAUGE

0.1' INCREMENTS, STYLE C,

2" X 3" NUMBER PLATES

WEATHER RESISTANT HINGED

COVER JUNCTION BOX (MILBANK

12126-TC3R WITH 2" KNOCKOUT

OR APPROVED EQUAL) TO HOUSE

DATA LOGGER CONNECTION

DATA LOGGER, SEE DETAIL THIS PAGE

NON-VENTED CABLE

SECURE STEEL PIPE TO

TREATED LUMBER

FIELD ENGINEER WILL DETERMINE

LOCATION FOR PIEZOMETER AND

STAFF GAUGE INSTALLATION

LAKE PIEZOMETER AND STAFF GAUGE

NOT TO SCALE

NON-LOCKING CARABINER

WIRE HARNESS

CARABINER CLAMP

MOUNT BOARD FLUSH WITH OUTSIDE

HAND RAILING.  PROVIDE ADDITIONAL

FRAMING AS NEEDED TO STABILIZE

THREADED CONNECTION

BETWEEN PIPE AND BOX

MOUNT BAROMETRIC

PRESSURE DATA LOGGER, BARATROLL OR

APPROVED EQUAL, TO INSIDE OF BOX
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1. INSTALL SWPPP BEST MANAGEMENT PRACTICES (BMPs) PRIOR TO GRADING OPERATIONS. THE

CONTRACTOR SHALL COMPLY WITH THE PROCEDURES SET FORTH ON THESE PLANS.

CONTRACTOR SHALL BE RESPONSIBLE FOR CONTROL OF ALL EROSION AND STORM WATER

RUNOFF. THE REQUIREMENTS SET FORTH IN THESE CONTRACT DOCUMENTS SHALL BE

CONSIDERED A MINIMUM GUIDELINE AND CONTRACTOR SHALL PROVIDE ADDITIONAL MEASURES

AS NECESSARY TO ELIMINATE DAMAGE FROM EROSION AND STORM WATER RUNOFF AT NO

COST TO THE OWNER.

2. SWPPP FACILITIES TO BE INSPECTED BY THE CONTRACTOR WEEKLY OR AFTER ANY ½” RUNOFF

EVENT.  REMOVE SEDIMENT FROM ANY SWPPP BMPs WITHIN 48 HOURS OF RUNOFF EVENT TO

ENSURE PROPER BMP FUNCTION.

3. THE CONTRACTOR SHALL PERIODICALLY REMOVE ACCUMULATED SEDIMENT FROM BEHIND SILT

FENCE AS DIRECTED BY THE ENGINEER. SILT FENCE SHALL BE KEPT IN GOOD REPAIR DURING

THE LIFE OF THIS CONTRACT.  MAINTENANCE OF ALL EROSION CONTROL ITEMS IS TO BE

PERFORMED BY THE CONTRACTOR.

4. IF SEEDING CANNOT BE PERFORMED WITHIN 7 DAYS OF FINISHED GRADING, PLACE EROSION

CONTROL BLANKETS ON DISTURBED AREAS WITH SLOPES 3:1 OR GREATER AND MULCH

REMAINING DISTURBED AREAS.

5. CONTRACTOR SHALL MAINTAIN ALL DEVICES UNTIL THE VEGETATIVE COVER IS 75%

ESTABLISHED.  CONTRACTOR SHALL REMOVE ALL EROSION CONTROL DEVICES AND ESTABLISH

GROUND COVER IN THE AREAS AFFECTED BY THE EROSION CONTROL DEVICES.

6. CONTRACTOR TO SEED ALL DISTURBED AREAS IN ACCORDANCE WITH SUDAS SEEDING

REQUIREMENTS AS PER SUDAS SPECIFICATIONS DETAILED HERE:

http://www.iowasudas.org/manuals/specs/div9/9010.pdf  MAINTAINED TURF AREAS SHALL BE SEEDED

WITH URBAN COVER CROP AND SEED MIX AND ALL OTHER AREAS TO BE SEEDED WITH RURAL

COVER CROP AND SEED MIX.

7. THE DESIGNATED STOCKPILE AREA IS SURROUNDED BY BERMS AND NO DRAINAGE CAN LEAVE

THE AREA WITHOUT PUMPS OR RETENTION BASINS WHICH SHALL INCORPORATE A SEDIMENT

REMOVAL FEATURE PRIOR TO LEAVING THE SITE.  ALL WATER DISCHARGED FROM STOCKPILE

AREA IS TO BE CONVEYED TO LAKE MANAWA.  SELECTED CONTRACTOR SHALL PROVIDE

DETAILS FOR STOCKPILE MANAGEMENT AND OPERATIONS WHICH SHALL BECOME PART OF THE

SWPPP PLAN.

STORMWATER POLLUTION PREVENTION PLAN (SWPPP)
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FILTER FABRIC

TRENCH BOTTOM

1.65' MIN.

2' MIN. FOR SLOPES

3H:1V OR GREATER

EXISTING GRADE

30" MAX.

24" MIN.

6" MIN. FOR TRENCH

8" - 10" MIN. FOR SOIL SLICING

FILTER FABRIC

4' MAX. SPACING IF

SUPPORTED

6' MAX. SPACING IF

UNSUPPORTED

ELEVATION

SILT FENCE SEDIMENT BARRIER DETAILS

NO SCALE

2

9

MOUNTABLE BERM (OPTIONAL)

EXISTING

CONSTRUCTION SPECIFICATIONS
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PLAN VIEW
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0
'

70' MIN

PROFILE

70' MIN

6" min

1
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PAVEMENT

PAVEMENT

EXISTING

INSTALL DRIVEWAY

CULVERT IF ROADSIDE

DITCH PRESENT

FILTER CLOTH

ROCK BERM

(OPTIONAL)
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EXISTING
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PERSPECTIVE VIEW

3'

5:1

FILTER CLOTH

STABILIZED CONSTRUCTION ENTRANCE

NO SCALE
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TEST

PROCEDURE

MIN.

FABRIC

VALUE

PROPERTY

FILTER CLOTH FABRIC SPECIFICATIONS

MIN.

FABRIC

VALUE

LIGHT

DUTY

ENTRANCE

HEAVY

DUTY

ENTRANCE

LIGHT DUTY ENTRANCE SHALL BE DEFINED AS SITES THAT HAVE BEEN GRADED TO SUBGRADE AND WHERE

MOST TRAVEL WOULD BE SINGLE AXLE VEHICLES AND AN OCCASIONAL MULTI-AXLE TRUCK.

HEAVY DUTY ENTRANCE SHALL BE DEFINED AS SITES WITH ONLY ROUGH GRADING AND WHERE MOST

TRAVEL WOULD BE MULTIAXLE VEHICLES.

1.  STONE SIZE - USE 2" STONE, OR RECLAIMED OR RECYCLED CONCRETE EQUIVALENT

2.  LENGTH - AS REQUIRED, BUT NOT LESS THAN 50 FEET (EXCEPT ON A SINGLE RESIDENCE LOT WHERE A 30 FOOT MINIMUM LENGTH WOULD

APPLY).

3.  THICKNESS - NOT LESS THAN SIX (6) INCHES.

4.  WIDTH - TWENTY FIVE (25) FOOT MINIMUM, BUT NOT LESS THAN THE FULL WIDTH AT POINTS WHERE INGRESS OR EGRESS OCCURS.

5.  FILTER CLOTH - WILL BE PLACED OVER THE ENTIRE AREA PRIOR TO PLACING OF STONE.  FILTER WILL NOT BE REQUIRED ON A SINGLE FAMILY

RESIDENCE LOT.

6.  SURFACE WATER - ALL SURFACE WATER FLOWING OR DIVERTED TOWARD CONSTRUCTION ENTRANCES SHALL BE PIPED ACROSS THE ENTRANCE.

IF PIPING IS IMPRACTICAL, A MOUNTABLE BERM WITH 5H:1V SLOPES WILL BE PERMITTED.

7.  MAINTENANCE - THE ENTRANCE SHALL BE MAINTAINED IN A CONDITION WHICH WILL PREVENT TRACKING OR FLOWING OF SEDIMENT ONTO

PUBLIC RIGHTS-OF-WAY.  THIS MAY REQUIRE PERIODIC TOP DRESSING WITH ADDITIONAL STONE AS CONDITIONS DEMAND AND REPAIR AND/OR

CLEANOUT OF ANY MEASURES USED TO TRAP SEDIMENT.  ALL SEDIMENT SPILLED, DROPPED, WASHED OR TRACKED ONTO PUBLIC

RIGHTS-OF-WAY MUST BE REMOVED IMMEDIATELY.

8.  WASHING - WHEELS SHALL BE CLEANED TO REMOVE SEDIMENT PRIOR TO ENTRANCE ONTO PUBLIC RIGHTS-OF-WAY.  WHEN WASHING IS

REQUIRED, IT SHALL BE DONE ON AN AREA STABILIZED WITH STONE AND WHICH DRAINS INTO AN APPROVED SEDIMENT TRAPPING DEVICE.

9. PERIODIC INSPECTION AND NEEDED MAINTENANCE SHALL BE PROVIDED AFTER EACH RAIN.

GRAB TENSILE STRENGTH

GRAB ELONGATION@ FAILURE

MULLEN BURST STRENGTH

PUNCTURE STRENGTH

APPARENT OPENING SIZE

AGGREGATE DEPTH

ASTM D-4632

ASTM D-4632

ASTM D-3786

ASTM D-4833

ASTM D-4751

180 LBS.

50%

250 PSI.

90 LBS.

0.2 MM

6 IN.

250 LBS.

60%

380 PSI.

125 LBS.

0.2 MM

10 IN.

INSTALL SILT FENCES

ON THE PERIMETER OF

THE STAGING AREA

ACCESS ROAD

STABILIZED

CONSTRUCTION

ENTRANCE

INSTALL SILT FENCES IF

GRASS IS DISTURBED

STOCKPILE AREA
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